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SCALE: 1''= 50'

2.

1.

06-33 05-33

04-33

T104.D.9

STA. 342+35, 51.8 RT

STA. 344+41, 69.1 LT

22-34

23-34STA. 344+69, 94.6 RT

STA. 345+80, 40.3 LT

STA. 347+11, 48.4 RT

STA. 348+41, 40.4 LT

STA. 349+71, 40.5 RT

STA. 351+22, 40.3 LT

STA. 352+21, 40.4 RT

26-34

STA. 358+62, 40.4 RT

03-33

STA. 353+80, 43.6 LT

02-33

STA. 355+16, 41.9 LT

25-34

STA. 355+30, 46.8 RT24-34

STA. 353+77, 43.4 RT

STA. 345+42, 79.8 RT

HIGH SCHOOL

CARL SANDBURG
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TEMPORARY LIGHTING CONTROLLER "T105"

CORRIDOR

VOLTAGE

COMED HIGH

A&B: 3-1/C #2 w/MW

(TYP. U.N.O.)

STA. 344+24, 52.8 RT

07-33

STA. 344+08, 40.3 LT

T104.D.8

STA. 344+66, 69.3 LT

T104.C.9

08-33

STA. 340+63, 40.2 LT

T104.C.7

C&D: 3-1/C #2 w/MW

(TYP. U.N.O.)

STA. 341+61, 56.4 LT

T104.D.7

STA. 342+91, 57.9 LT

T104.C.8

STA. 352+09, 67.4 LT

T105.A.4

STA. 350+78, 67.8 LT

T105.B.4

STA. 349+48, 68.2 LT

T105.A.5

STA. 345+79, 67.3 LT

T105.B.6

STA. 348+17, 68.3 LT

T105.B.5

STA. 346+80, 67.8 LT

T105.A.6

STA. 358+22, 59.5 LT

T105.A.1

A&B: 3-1/C #2 w/MW

(TYP. U.N.O.)

STA. 19+31, 59.5 RT

T105.A.7

T105.B.2

STA. 355+42, 59.5 LT

T105.A.2

STA. 17+57, 63.3 RT

T105.A.3

01-33

STA. 357+18, 40.4 LT

T105.B.1

STA. 357+03, 59.5 LT

T105.B.7

STA. 353+44, 71.8 LT

T105.B.3

STA. 340+21, 59 LT
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AND FEED TO CONTROLLER.

MOUNTED SERVICE TRANSFORMER

COMED TO PROVIDE POLE

STA. 358+95, 59.5 LT

13012 S. LaGRANGE RD.

150A, 240/480V, 1}, 3W

ELECTRICAL WORK

LIMIT OF

ELECTRICAL WORK

LIMIT OF

STA. 17+57, 56 LT

STA. 19+30, 43 LT

03/13/13  
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REQUIRED.

FEEDING THE STREET LIGHTS AND REMOVE ITEMS AS

ACTUAL CABLE ROUTING AND ACTUAL CONTROLLER

STREET LIGHTS IS ASSUMED. CONTRACTOR SHALL VERIFY

DRAWING AND THE LIGHTING CONTROLLER FEEDING THE

ALL STREET LIGHT CABLE ROUTING SHOWN ON THIS

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND
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MAE

1"=50'

TEMPORARY LIGHTING AND DEMOLITION PLAN
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